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ELECTROTECHNICAL TESTING INSTITUTE - CZECH REPUBLIC
ELEKTROTECHNISCHE PRUFANSTALT - TSCHECHISCHE REPUBLIK
INSTITUT BLECTROTECHNIQUE D'ESSAIS - REPUBLIQUE TCHEQUER
3NEKTPOTEXHHHUECKI W HCTILIPATENLHBINA HHCTHTYT - HEMICKAS PECTIVERMKA

Pod lisem 129, 171 02 Praha § - Troja

CERTIFICATE

No.: 1060434

Product: Heating cable
Type: PSV
Rating: max 18 W/m, max 500 V

Ordering firm: FENIX Trading s.r.o.
Siezskd 535/2, 790 01 Jesenik, Czech Republic

Manufacturer: FENIX sr.0.
Beskydska 2, 790 01 Jesenfk, Czech Republic

Trade mark:
The test results are stated in the test-report No.:  601173-01/0] of: 03.65.2006

A sample of the product was found to be In conformity with:
1EC 60800:92, ¢SN EN 6081 1-1-1:97+21:02,

CSNIEC 3] 1-1-2:954+Amd. [:97+Z2:01,

CSN IEC 811-3-2:95+Amd.| 97+A1:97,

€SN EN 6081 1-1-3:97+41:02,

CSN EN 60332-1-1:05, (:SN EN 60332-1-2:05

‘The validity of the certificate is Iimited to: 31,5.2009

19.5.2006 M{ 6/

Prague Pavel Kudrna

Certification and Inspection Manager
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TEST REPORT

Name of product: Heating cable
Type of product: PSV
Ratings: max. 18 W/m, max. 500 V
Serial number: -
Manufacturer: FENIX s.r.0. Beskydska 2

790 01 Jesenik, Czech Republic
Production site: FENIX s.r.0. Beskydsk4 2

790 01 Jesenik, Czech Republic

EZU product coding system: 030199

Ordering firm: FENIX Trading s. r. 0. Slezska 535/2, 790 01
Jesenik, Czech Republic

Number of tested samples: 1

Samples submitted on: 3.4.2006

Location of testing: EZU

Tested from 13.4.2006 through 3.5.2006
Other data: - '
The product was tested IEC 60800:92

according to: CSN EN 60811-1-1:97+Z1:02,

CSN IEC 811-1-2:95+1:97,22:01,
CSN IEC 811-3-2:95+A1:97+1:97,

CSN EN 60811-1-3:97+A1:02

CSN EN 60332-1-1:05, CSN EN 60332-1-2:05
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Compiled by: Zdefika Smidova Pod Lisem 120 Approved by: Jan Tlima
171 02 1:"“‘3 3 Testing laboratory
e technical manager

The test results contained in this report refer to the tested items anly. The values presented in this report were measured with the aceuracy spacified
in the testing regulations. All measuring instruments used are properly traceable. This Report does not replace any cther documents requested by
the Bodies of National expert supervision. Without the written consent of the EZU this Report shall not be reproduced except as a whole.

Phone: +420 2661041 " Fax: +420 284680070 E-mail: testing@ezu.cz
http:/iwww.ezu.cz



